Modelling of a Coil Steam Generator for CSP applications by Pelagotti, Leonardo et al.
   
 
Aalborg Universitet
Modelling of a Coil Steam Generator for CSP applications
Pelagotti, Leonardo; Sørensen, Kim; Condra, Thomas Joseph; Franco, Alessandro
Published in:
Proceedings of the 55th International Conference on Simulation and Modelling (SIMS 2014)
Publication date:
2014
Document Version
Peer reviewed version
Link to publication from Aalborg University
Citation for published version (APA):
Pelagotti, L., Sørensen, K., Condra, T. J., & Franco, A. (2014). Modelling of a Coil Steam Generator for CSP
applications. In Proceedings of the 55th International Conference on Simulation and Modelling (SIMS 2014) (pp.
175-183). [16] Linköping University Electronic Press.  (Linköping Electronic Conference Proceedings).
General rights
Copyright and moral rights for the publications made accessible in the public portal are retained by the authors and/or other copyright owners
and it is a condition of accessing publications that users recognise and abide by the legal requirements associated with these rights.
            ? Users may download and print one copy of any publication from the public portal for the purpose of private study or research.
            ? You may not further distribute the material or use it for any profit-making activity or commercial gain
            ? You may freely distribute the URL identifying the publication in the public portal ?
Take down policy
If you believe that this document breaches copyright please contact us at vbn@aub.aau.dk providing details, and we will remove access to
the work immediately and investigate your claim.
Downloaded from vbn.aau.dk on: April 29, 2017
Modelling of a Coil Steam Generator for CSP applicationsI
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Abstract
The project investigates a new design for a CSP plant steam generation system, the Coil Steam Generator
(CSG). This system allows faster start-ups and therefore higher daily energy production from the Sun. An
analytical thermodynamic simulation model of the evaporator and a mechanical analysis are developed to
optimize the behavior of the system in different start-up scenarios. The results improve the effective life
time (ELT) of the CSG, the thermal flexibility of the overall CSP plant to have faster start-ups. Sensitivity
analysis carried out to understand the importance of start-up time, oil circuit pressure in the CSP plant and
header thickness, show that the these variables are important to determine the total state of stress in the
headers, and therefore their effective life time. Applying the results of the optimization analysis means that,
the oil headers are not critical anymore regarding the start-up process and can easily resist faster start-ups.
Keywords: CSP, Evaporator, Effective Life Time, Start-up, Solar Energy
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1. Introduction
Why is Solar Energy interesting?. There is a high
potential of development of the use of (CSP) tech-
nology; the Sun is the renewable source on which
there is the highest possibility to rely on in the fu-
ture, in fact in one year the solar energy reach-
ing the earth is about twice as much as will ever
be obtained from all of the Earth’s non-renewable
resources.[1]
The CSP technology is complementary to the so-
lar photovoltaic (PV) process. It uses concentrating
collectors to provide high temperature heat, usu-
ally to a conventional steam power cycle. Efficient
and low-cost thermal energy storage technologies
can be integrated into CSP systems, allowing elec-
tricity production according to the demand profile.
CSP systems can also avoid shadow plant capac-
ity needed to secure generation capacity in periods
without sunshine, can provide grid services, and if
desired even black start capabilities. It thus sup-
ports the penetration of a high share of intermit-
tent renewable sources like wind or PV and avoids
IThis document is a collaborative effort between Pisa
University and Aalborg University with Aalborg CSP A/S.
1Corresponding Author, kso@et.aau.dk
a high share of expensive electric storage technol-
ogy in the grid systems. CSP focuses on two tech-
nology options: parabolic trough technologies and
solar tower technologies [2]. The CSG investigated
in this paper is part of the parabolic trough tech-
nology, that is the most mature and economic solar
thermal power generation technology today. Solar
radiation is concentrated by parabolically curved,
trough-shaped reflectors onto a receiver pipe run-
ning along the inside of the curved surface. Within
the pipe, the solar energy heats up a heat transfer
medium (e.g. oils, molten salt) to approximately
400◦C. The medium transfers the heat to a power
block, where steam is generated and electricity is
produced in a conventional Rankine cycle.
By its unsteady nature, both within the day and
the year, the capture and storage of solar energy is
critical if a significant portion of the total energy
demand needs to be met by this renewable form of
energy. Fast start-ups and higher plant flexibility
are necessary to extract as much power as possible
from the Sun in CSP plants, in the limited amount
of hours of solar radiation in a day. This is why a
study on the thermal flexibility of CSP plants is of
enormous importance to guarantee, in the near fu-
ture, an increasing percentage of solar energy from
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CSP technology. The electricity grid requires the
thermal plants to be as fast as possible to be able
to supply the difference between power production
and demand at any time. A system which is capable
of providing flexibility to the grid could be a CSP
power plant with a daily heat storage system based
on molten salts or a steam generator unit where the
steam is accumulated in the drum. 2
2. Material and Methods
The coil-type evaporator analyzed in this project,
see Figure 1 , has been specially developed for solar
energy applications, where high steam capacity and
high steam pressures are required due to frequent
starts/stops and load changes, due to the intermit-
tent nature of the Sun [3].
Figure 1: Steam generation system of the CSP plant,[3]
The coil-type evaporator does not have thick tube
plates. The hot oil flows are distributed to the heat
transfer tube bank via a circular manifold, or oil
header as shown in Figure 2. The round shape
of the header results in a relatively small material
thickness and therefore low thermal stress as can be
understood from Equations 11, 12 and 13 where the
thermal stress is proportional to the square of the
thickness. The new design of the oil collectors as
cylindrical headers lowers the thermal stresses that
were affecting seriously the life time. Moreover, by
2The author of this Paper have been in cooperation with
the engineering company Aalborg CSP A/S, who manufac-
tures heat exchangers for solar applications and develops and
supplies steam generators for utility size CSP plants.
splitting the evaporator unit in two heat exchangers
and a steam drum, the diameters of the individual
pressure vessels are smaller compared to a shell and
tube evaporator, and the wall thickness required to
sustain the pressure is smaller too. This means that
the evaporator is less sensitive to fast temperature
gradients and therefore is more flexible. That is
exactly why the coil-type steam generator is espe-
cially interesting for solar applications that requires
faster start-ups.
Figure 2: Circular oil header
Thermodynamic Model. The thermodynamic
model includes energy balances and several heat
transfer correlations, necessary to describe the
cross flow evaporation process on the evaporator
tube bundle. The data are based on heat balances
and plant measurements provided by Aalborg CSP,
and the model is solved analytically in MATLAB.
Figure 3 shows how the system has been concep-
tually described for the development of the Model.
The purpose of this model is to calculate the
temperature distributions in the tube bundle of the
evaporator, in every point of the 3-D space in the
shell and thus determine the temperature in the
oil headers. The model is based on the following
assumptions: quasi-static conditions, no heat loss,
the wall thermal resistance is uniform and negligible
longitudinal heat transfer in both wall and fluid.
The model uses the −NTU method and solves
an analytical system of partial-ordinary differential
equations, as shown in Equation 1, from [4] . The
system is derived from a 2-D energy balance of the
heat exchange process in a cross flow evaporator,
and is then made 3-D by the author, invoking the
2
Figure 3: Cross sectional volume discretization principle of
the entire tube bundle.
assumption of axial symmetry for the tube in the
tube bundle of the cross flow evaporator. The con-
figuration for the cross flow heat exchanger is sup-
posed to be unmixed on the water/steam side and
mixed in the thermal oil side. This is due to the
discretization used for the evaporator. This results
in a 2D dimensional temperature field for the wa-
ter/steam flow and a 1-D temperature field for the
oil flow inside the tube. The model is based on Eq.
1, composed of differential equations, one partial
and one ordinary.

∂θ2
∂ξ
+ θ2 = θ1
dθ1
dχ
+ θ1 =
1
C∗NTU
·
∫ C∗NTU
0
θ2 dξ
(1)
The system above is made non dimensional and
the symbols used are:
θ1 =
T1 − T2,i
T1,in − T2,in θ2 =
T2 − T2,in
T1,in − T2,in (2)
χ =
z
L1
NTU ξ =
y
L2
C∗NTU (3)
The domain is 0 ≤ χ ≤ NTU and 0 ≤ ξ ≤
C∗NTU and the boundary conditions θ1(0) = 1
and θ2(χ, 0) = 0.
The solution of the above system of equations
is carried out analytically implementing and solv-
ing in MATLAB. Applying the Laplace and Inverse
Laplace Transform technique and solving the inte-
grals, the results is shown in Eq. 4.
{
θ1(χ) = e
−Kχ
θ2(χ, ξ) =
(
1− e−ξ) · e−(Kχ) (4)
Where K is a parameter related to the NTU
method, and 1 refers to the oil and 2 to the wa-
ter/steam.
K =
(
1− exp−C∗NTU)
C∗NTU
(5)
The overall heat transfer coefficient value for UA
is evaluated for every sections of the entire tube
bundle with Eq. 6.
1
UA
=
1
hoilAi
+
δ
kwAmean
+
1
hw/sAo
(6)
The heat transfer coefficient for the oil, hoil, is
evaluated with the Second Petukhov equation, [5].
Instead for calculating the heat transfer coefficient
on the water/steam side, it is necessary to use cor-
relations developed for a tube bundle in a horizon-
tal cross flow evaporator, such as the Palen and
Yang (1983) correlation or the Thome & Robin-
son (2006), see [6] . These correlations gives mean
bundle boiling heat transfer coefficients and use the
hNcB , the nucleate boiling heat transfer coefficient
and the hnc, the natural convection coefficient of
heat transfer around a tube bundle. Several differ-
ent nucleate boiling correlations have been imple-
mented, such as the Stephan & Abdelsalam [7] and
the Ribatski et al. [8] correlation. Additionally a
sensitivity analysis on the effect of using different
correlations has been also investigated. The hnc,
has been calculated using the Zukauskas correla-
tion, see [5].
In order to calculate the enthalpy distribution in
the tube bundle from the temperature distribution
for every section in the entire evaporator, Eq. 7 has
been used to compute the heat flux received by the
water/steam on the outside of the tube.
q˙(i) = Cmin (Toil(i+ 1)− Toil(i)) [W ] (7)
Assuming that all the heat flux from the oil goes
to the water/steam, in order to calculate the en-
thalpy for every section along the tube diameter,
Eq. 8 has been implemented:
3
hws(i, j + 1) = hws(i, j) +
(
nz
ny
)
q(i)
m˙w/s
[
kJ
kg
]
(8)
Where the i index denotes the tube length coor-
dinate along z and the j index the section on the
vertical y coordinate on the tube outside diame-
ter. Also nz and ny is the number of discretiza-
tion in z and y coordinate. Knowing the value of
the enthalpy as a 3D function inside the cross flow
evaporator tube bundle, the quality as a 3D space
function, assuming thermodynamic equilibrium, is
calculated.
It is relevant to understand how the system
adapts to different load conditions, and therefore
pressure and heat flux ranges. This reflects how the
cross flow evaporator works under transient condi-
tions, and that is relevant for a CSP plant. Figure
4 shows the evolution of the exchanged heat flux in
the evaporator, during a normal warm start-up of
28 minutes.
Figure 4: Evolution of the heat flux exchange in the evapo-
rator during a warm start-up of 28 minutes
As it can be seen from Figure 4, the two curves
are in good accordance at the end of the start-
up phase, when the load is approaching the design
value, while instead, the two curves differ signif-
icantly at low and medium load cases at the be-
ginning of the start-up. The red curve, with a
quadratic shape, represents an interpolate profile
based only on the heat flux calculated for high load
cases, in a range of 70-100 % of the design load case.
The blue curve is the profile based on data from the
plant. The fact that the profile at high load cases is
different from the profile at lower load cases, means
that the evaporator behaves differently according
to the load, and that the heat transfer correlations
used to describe the system at high loads have to
be different than the ones to use for the lower load
cases [9].
3. Theory and Calculations
Thermal-Pressure Stress Analysis. The thermal
stresses in the thick walled oil headers are calcu-
lated based on the temperature profile, found by
solving the heat conduction equation in the wall
of the headers. An analytical approach is used for
the formulation of the entire problem, involving ba-
sic assumptions and the calculation of the temper-
ature in an hollow cylinder in transient conditions,
with the Fourier equation of Thermal Conduction
applied to the oil header. It is assumed that the
problem is symmetrical in the θ coordinate and the
final heat equation to be solved is :
1
r
∂
∂r
(
r
∂T
∂r
)
− α∂T
∂t
= 0 (9)
where α is the thermal diffusivity of the header
wall. Eq. 9 is a parabolic partial differential tran-
sient equation (PDE). The initial-boundary value
problem of parabolic equation in 1-D space and
time is given in Eq. 10.

1
r
∂
∂r
(
r
∂T
∂r
)
− α∂T
∂t
= 0
T (r, 0) = T0 I.V.
T (Rin, t) = Toil (t) B.C.
T (Rout, t) = Tw/s (t) B.C.
(10)
Once the temperature in the thickness of the
headers is calculated it is possible to calculate the
thermal stresses deriving from that profile. The
plane strain state equations are used in order to
compute the thermal stresses, Equations 11 and 12
and 13, as explained in [10] and [11].
σθ,th =
Eα
1− ν
1
r2
[
r2 +R2i
R2e −R2i
∫ Re
Ri
T (r) rdr +
∫ r
Ri
T (r) rdr − T (r) r2
]
(11)
σr,th =
Eα
1− ν
1
r2
[
r2 −R2i
R2e −R2i
∫ Re
Ri
T (r) rdr −
∫ r
Ri
T (r) rdr
]
(12)
4
σz,th =
Eα
1− ν
[
2
R2e −R2i
∫ Re
Ri
T (r) rdr − T (r)
]
(13)
At the end of the start-up the thermal stresses
are shown in Figure 5
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Figure 5: Thermal stresses in the radius at the end of the
start-up
Once the thermal stresses are evaluated also the
stresses due to the pressure field are considered in
Eq. 14 , 15 and 16 . For a thick walled cylinder
the pressure stresses are evaluated with the Lame
Equations, explained in [12] and [13].
σr,p (r) =
PinR
2
in − PoutR2out
R2out −R2in
+
(Pout − Pin)R2outR2in
r2 (R2out −R2in)
(14)
σθ,p (r) =
PinR
2
in − PoutR2out
R2out −R2in
− (Pout − Pin)R
2
outR
2
in
r2 (R2out −R2in)
(15)
σz,p = 2ν
(
PinR
2
in − PoutR2out
R2out −R2in
)
(16)
The stresses are functions of time and radius and
for the design load case at the end of the start-up
Figure 6 shows them.
When the stresses are function of time, the fail-
ure criteria that has to be applied is the theory of
Fatigue of Material.
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Figure 6: Stresses due to the Pressure field at the design
load
Fatigue Analysis. Empirical curves of fatigue en-
durance have to be applied, but these curves are
rarely available, due to the long time required for
their estimation. In this project, the Fatigue Life
Evaluation is carried out using the S-N curves,
Basquin law, Goodman diagram and Sines equiv-
alent stress criteria for ductile materials, as ex-
plained in [13], [14], [15] and [16].
The first step is to calculate the total transient
stress state, caused by the pressure and tempera-
ture effect in the header thick-wall. The total stress
state is simply the linear superposition of the tem-
perature and pressure derived tension state, as they
are independent. Therefore the total radial, tangen-
tial and axial stress are calculated as in Equation
17, where j=r,θ,z.
σj,tot = σj,p + σj,th (17)
At a fixed time, the tension state is expressed in
the header by Figure 7.
At the internal radius, where there is the most
critical tension state, Figure 8 shows how is the evo-
lution during the time of the total principal stresses.
When assuming the start-up as a daily process, fol-
lowed by the plant shut-down, repeated every day, a
repeated alternating stress cycle in the time occurs.
This stress cycle is an alternating cycle with a
maximum and minimum stress and a trapezoidal
wave form. An holding time between the cycling
part of the stress, corresponding to the daily design
load at steady state and the night closing down time
of the plant is present. The triaxial total state of
5
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Figure 7: Principal stresses at the design load in the outlet
header
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Figure 8: Principal stresses at the internal radius for the
start-up time
stress in the time has an alternating component and
a mean component of all the three principal stresses
as calculated in Eq. 18 and 19 where j=r,θ,z.
σa,j =
σmax,j − σmin,j
2
(18)
σm,j =
σmax,j + σmin,j
2
(19)
Moreover it is important to consider that the ap-
plied stresses and fatigue happens at high temper-
ature where it has been proven that there is an in-
teraction between Creep and Fatigue 3.
3But the ASME code [17] suggests to consider creep in
When the nominal alternating stresses and nom-
inal mean stresses are computed from the alternat-
ing cycle, the presence of several holes in the oil
header is taken into consideration for calculating
the effective stresses. The holes contribute to gen-
erate a peak of stress on the surface of the header
in the proximity of the hole, that can be calculated
using the stress concentration factor K [18]. In fa-
tigue conditions the concentration factor does not
apply totally to the intensification of the stress, and
the fatigue concentration factor is calculated with
the Peterson equation [18].
When the effective stresses are known, an equiva-
lent stress from the triaxial state of stress has to be
obtained in order to be able to use the S-N curves
necessary for estimating the fatigue life. For cylin-
drical vessel under triaxial stress state the Sines
criteria is used for calculating an equivalent stress,
from the three principal effective stresses, [18].
A point corresponding to σa,eq and σm,eq as an
equivalent uni-dimensional state of stress in the
Goodman diagram is found. The Goodman dia-
gram represents a way of computing an effective
pure alternate stress that can be used in the S-N
curve ( also known as Wo¨hler curve) , from the to-
tal state of stress, and is expressed in the Goodman
relationship, Eq. 20.
σa = SN ·
(
1− σm
σyield
)
(20)
SN is then used in the Wo¨hler curve to calculate
N, the number of cycle before rupture. In order
to calculate the S-N curve for the oil header, the
Basquin law it is used combined with the Marin
formulation, [16].
4. Results
For the specific case of this project, assuming a
start-up procedure that follows the maximum al-
lowable thermal gradient in the drum of the CSP
plant of 5 K/min from the morning conditions, the
warm start-up takes approximately 28 min. For
this procedure for the case of the outlet oil header
the number of cycles to rupture was calculated to
be approx. N = 5700, that corresponds to approx.
SA 106 B, the steel of the oil header, only above 370◦C, that
is actually the maximum temperature at the design load case
for the oil. Therefore creep is not considered.
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16 years (if a warm start-up is considered every day
of the year). If a faster start-up procedure is fol-
lowed, the same analysis can be carried out. New
temperature profiles during time are calculated and
different thermal stresses occurs. This results in a
different fatigue damage that can be calculated re-
lated to how fast the start-up is. Thus a number
of cycle to rupture, following the faster start-up is
calculated for the outlet oil header as showed in Ta-
ble 4. It can be seen how having faster a start-up
is more critical for the component.
Table 1: Start-up time and corresponding fatigue life
Gradient followed Start-up time [min] Fatigue life [years]
3 K/min 47 6800 cycles ≈ 19
5 K/min 28 5700 cycles ≈ 16
7 K/min 20 4600 cycles ≈ 13
5. Discussion and Optimization
A sensitivity analysis on the influence of the oil
circuit pressure was carried out. The oil pressure
was varied in a feasible range, compared to the CSP
plant operational parameters, and Figure 9 summa-
rizes the results. It can be seen from Figure 9 that
the life time of the header is highly influenced by
the oil circuit pressure. An increasing oil pressure
leads to longer fatigue lives. For example if the oil
pressure is changed from 10 bar to 100 bar there
is an improvement of the fatigue life by a factor of
five. This is due to the pressure state of stress that
is opposite to the temperature state of stress, and
therefore the resultant state of stress is lower, and
induces a smaller fatigue damage. 4
The thickness of the oil header is also a key pa-
rameter and highly affects the value of the pres-
sure and thermal stresses. It is easy to understand
analyzing Equations 11, 12 and 13 for the thermal
stresses in plane strain and Equations 14, 15 and 16
for the pressure stresses. Once a range of feasible
values in which varying the thickness is found, the
4 Of course the oil circuit pressure modification from 10
bar to 100 bar, has to be thoroughly investigated when ap-
plied to all the components of the oil circuit. It has to be
a value that does not exceed other limits for other part of
the plant. The value of 100 bar is an tentative value that
expresses the high influence of the oil circuit pressure on the
effective life of the oil headers.
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Figure 9: Influence of the oil pressure in the fatigue life of
the Outlet Header for a start-up of 20 min
sensitivity analysis can be carried out for what con-
cerns the thickness. Varying the thickness value for
the outlet header and repeating the fatigue life cal-
culation for each value, Figure 10 was found. There
is an optimum in the value of the thickness at fixed
Rin that gives a maximum fatigue life of the compo-
nent with the right thickness value. The optimum
depends on the thermal and pressure stresses and
therefore on the start-up time and scenarios. It
is therefore interesting at the design phase to take
into account the thickness value as a parameter af-
fecting the effective life of the header. The faster is
the start-up and the lower is the thickness optimum
value as shown in Table 2.
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Figure 10: Fatigue Life for the Outlet Header as a function
of the header thickness
This is because the thickness value is influenced
with an upper limit from the thermal stresses. The
higher the thermal stresses are and the lower is
7
Table 2: Optimized outlet header thickness
Start-up time Optimum thickness
15 minutes 47 mm
20 minutes 53 mm
28 minutes 58 mm
the upper limit value on the header thickness. So
faster start-up, means higher thermal stresses and
lower optimum thickness of the header. Table 5
summarizes the main results and the optimizations.
WSU20 stands for a warm start-up that takes 20
minutes. WSU20OHT is the WSU20 scenario with
the optimum header thickness value.
Table 3: Main results of the Analysis on the Effective Life
Time of the Outlet Oil Header
Scenarios ELT [years]
WSU20 13
WSU28 16
WSU47 19
WSU20 & 100 bar oil pressure 68
WSU20OHT 29
WSU20OHT & 100 bar oil pressure 90
WSU20 & oil pressure ≡ drum pressure ≥ 100
WSU10 & overall optimization 25
Another way to optimize the oil circuit pressure
is finding the best oil pressure profile as a func-
tion of time during the start-up. It was found that
a oil pressure profile that follows the drum pres-
sure building-up during the start-up is a very good
strategy in order to drastically reduce the pressure
stresses in the header and therefore the total state
of tension. Since the pressure in the system is high,
also the stresses related are significant. Reducing
them, means reduce an high component of the state
of tension. In fact the outlet header for a start-up
of 20 minutes, that has a calculated ELT of approx-
imately 13 years, reaches a calculated ELT of more
than 100 years if the oil pressure follows exactly the
drum pressure at any time during the start-up. See
Table 5 .
6. Conclusions
Using the thermodynamic model developed for
the tube bundle in the evaporator it was possible
to predict the behavior of the evaporation process
inside the tube bundle for different load conditions,
and also the behavior of several variables with ac-
curacy in the 3D space inside the shell of the evapo-
rator. Knowing the temperature in the evaporator,
and using a quasi-static stress analysis it was pos-
sible to investigate the oil headers and understand
how they react to different loads and scenarios. Re-
sults show that not only the thermal stresses are
significant but also the pressure stresses have to be
considered.
When the stresses are calculated for different load
cases, using a fatigue life calculation method it
was possible to study the effect on the life of the
oil headers for different start-up procedures. Sev-
eral sensitivity analysis were carried out on the im-
portance of start-up time, oil circuit pressure and
header thickness.
It was found that the value of the oil circuit pres-
sure is extremely important on determining the to-
tal state of stress in the headers, and therefore their
effective life time. If the right value of the pressure
is used in the CSP plant, the effective fatigue life
can be increased significantly. This means that the
headers would not be a critical component for the
plant anymore, regarding the start-up procedure,
and this would make a faster start-up possible. Also
the value of the thickness of the header is very im-
portant and can lead to significant improvement of
the effective life time. If the thickness is increased
from 36 mm to the optimum value the life is in-
creased up to more than double.
Having a 10 minutes faster start-up in the morn-
ing of one CSP plants of 75 MW, leads to an energy
production higher of 12.5 MWh every day and more
than 4500 MWhel a year. This means that, if there
are 6 CSP plants of 75 MW each run by a Company,
the annual income would be approximately 1 Mil-
lion dollars higher 5. With the study developed it
was indeed possible to find the right design value
for several parameters in order to increase the ef-
fective life of the system and therefore be able to
have a several minutes faster start-up.
A Analysis of the same kind can be applied to
similar systems in thermal power plants of different
kinds, in order to improve their flexibility regarding
transient conditions. This means moving towards
the possibility to increase the share of renewable
and unpredictable energy sources in the electricity
grid.
5Considering 40$/MWh as the price of the produced elec-
tricity.
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Nomenclature
Symbol Name Unit
α Thermal diffusivity m2/s
α Coefficient of linear thermal expansion K−1
A Area m2
C Flow Stream Heat Capacity W/K, %
χ A-dimensional length along z −
E Young Module GPa
h Heat transfer coefficient W/m2K
k Thermal conductivity W/mK
K NTU constant −
L1 Longitudinal dimension along z m
L2 Vertical Dimension along y m
m Mass flow kg/s
NTU Number of transfer unit −
ν Poisson Module −
P Pressure bar
q Heat flux W/m2
r radius mm
R radius mm
S Stress MPa
σ Stress MPa
t Time sec
T Temperature C,K
U Overall heat transfer coefficient W/m2K
θ A-dimensional Temperature −
ξ A-dimensional length along y −
y Vertical coordinate m
z Longitudinal coordinate m
Subscript
1 Oil
1 Water
a Alternate
e External
i Internal
in Inlet
m Mean
max Max
mean Mean
min Min
N Number of cycle
o External
oil Oil
out Outlet
p Pressure
r Radial
th Thermal
θ Tangential
w Wall
w/s Water/steam
yield Yield
z Axial
∗ Min/Max Ratio
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